LOCATION OF HYDRANTS TO BE
AS SHOWN ON DRAWINGS OR AS
DIRECTED BY ENGINEER ON SITE

VALVE BOX INSTALLED AS PER

STANDARD DRAWINGS 1.7 & 1.13
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DISTANCE DETERMINED BY DEPTH
| OF WATER MAIN, LENGTH OF

EXTENSION AS REQUIRED, MIN.

DEPTH OF BURY 0.9 METERS

CONCRETE THRUST AS PER
STANDARD DRAWING 1.8

DUCTILE IRON
PIPE LENGTH TO
SUIT
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UNDISTURBED SOIL

0.5 cu.m FREE DRAINING GRAVEL
(ENSURE DRAIN PORTS ARE CLEAR)

300mm x 300mm x 50mm

PRECAST CONCRETE BLOCK
MECHANICAL RESTRAINT

HUB x HUB x FLG. TEE

HUB x FLG. GATE VALVE
¢/w TIE LUGS

CONCRETE THRUST BLOCK AS
PER STANDARD DRAWING 1.8

STANDARD FIRE
HYDRANT ASSEMBLY
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Making a difference...together
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